
From: 
Sent: 
To: 

Subject: 
Attachments: 

Bruce 

Terry Ashton 

18 September 2013 11:19 
Bruce Sounes (bruce@studioe.co.uk) 

Grenfell Tower 

Grenfell GL.pdf; Grenfell Mezz.pdf; Grenfell Walkway.pdf 

Further to yesterday's meeting I've annotated copies of your drawings to show what I believe RBKC require in order 

to approve the design from a fire safety viewpoint. I've added the necessary fire ratings as well. I've not specified 

what area of vent is required to all the ventilated lobbies indicated. What's the maximum you can achieve for each 

lobby. I'll provide some words regarding the smoke ventilation of the lobbies for the submission to RBKC. Where we 

are extending the extract shaft down, are we also extending the supply air shaft? 

When you've had a chance to digest what I've sent you, we could arrange a meeting. 

Kind regards 

Terry 

Terry Ashton 
Associate, Fire Engineering (Europe) 
Exova Warringtonfire 

Exova Warringtonfire 
Bramah House 
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