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Query: 

Please may you confirm the required extent of the horizontal firebreaks within the cladding areas? 

Suggested Solution: 

We believe that they wil l be required at every floor level on the vertical columns, but not in the area of cladding 

between windows. This is because there is no 'chimney' effect here, and therefore the cladding will not add to the 

spread of fire. 
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