
Message 

From: Bruce Sounes [/OSTUDIO E/OU=EXCHANGE ADMINISTRATIVE GROUP 
(FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=BRUCE] 

Sent: 25/09/2013 17:56:40 
To: M.Smith@maxfordham.com; Terry Ashton [Terry.Ashton@Exova.com] 
CC: d.campbell@maxfordham.com; Tom Ashton [Tom.Ashton@curtlns.com]; Stefano.Strazzullo@curtlns.com; Grenfell 

[Grenfell@studloe.co.uk] 
Subject: RE: Grenfell - Site visit tomorrow + some more thoughts 
Attachments: 2045B Type A.jpg; 1279-SK089 EMB Option.pdf; 12 11 Grenfell Tower 078.jpg 

Ma t t , 

i have qu i te a bit on my plate and w e have under taken many site visits already. As discussed yesterday i w o u l d ideally 
like to see ceil ings removed in t h e lobbies at g round and wa lkway levels. 

I w o u l d like to see t h e cupboards/s tores in the corners of t he core, h ighl ighted on my markup bu t it can wa i t . 

EMB Option. 

I've a t t emp ted a cleaner op t i on fo r the EMB of f ice, a t tached: 

• incorporates ven ted lobbies at M & W+1, 

• a secondary exit rou te fo r t he boxing club, shared w i t h the off ices 

• steeper accommodat ion stair w i t h w inders in an a t t e m p t to align vo id and edge of core, and s impl i fy the 

addi t ional s t ruc ture requ i red . 
• Accommoda t ion stair not enclosed and does no t exit d i rect to outs ide. 

• Smoke ven t shown extending f r o m above to serve l i f t lobby, (this wi l l be ref lected opposi te) 

I propose to f o r w a r d this to Building Contro l fo r c o m m e n t and discuss w i t h the T M O , probably next week. 

Smoke Vent 

The exist ing drawings indicate t w i n ducts, wh ich scale at 600x400. A l though w e haven ' t checked t h e d imens ion but it 
appears t o correspond to the site pho to taken in the adjacent store. See at tached. 

Terry, 
The layout of the boxing needs a bit mo re though t wh ich I wi l l f o l l ow up. 
Part B l ment ions 0 . 4 m 2 vent (800 x 500, say) wh ich is qu i te large. The clause itself seems t o qual i fy the requ i rement . Do 
you have any comments? 

4.35 A protected lobby should be also provided 
between an escape stairway and a place of 
special fire hazard. In this case, the lobby should 
have not less than 0.4m2 permanent ventilation, 
or be protected from the ingress of smoke by 
a mechanical smoke control system. 

Regards 

Bruce S o u n e s 

For and on behalf of 

STUDIO E LLP 
Palace Wharf, Rainville Road, London W6 9HN 
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From: M.Smith@maxforclham.com [mailto:M.Smith@maxfordham.com] 
Sent: 25 September 2013 13:57 
To: Bruce Sounes 

Subject: Grenfell - Site visit tomorrow 

Afternoon Bruce 

I'm going to arrange a site visit for tomorrow to get access to Walkway +1 (ideally with the TMO handyman) so 
we can begin to assess the offsets etc. We'll also be looking at the void flats to check our pipe runs etc. The 
areas that you have marked up are also of interest to us. 

Would you be interested in attending? I'll be confirming with Claire that keys/sledgehammers/ladders will be 
available first. It'll be from around 11am for as long as it takes (2-3 hrs?). 

Kind regards. 

Matt 

MAX FORDHAM 
42-43 Gloucester Crescent 
London 
IMW17PE 
T + • 
F+B 
maxfordham.com 

Max Fordham LLP is a Limited Liability Partnership. Registered in England and Wales Number OC300026 
Registered office 42-43 Gloucester Crescent, London, N W l 7PE 
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